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1. THE EXISTING HOSPITAL IS FULLY SPRINKLERED. EXTEND EXISTING SYSTEM INTO NEW ADDITION. NEW SYSTEM SHALL g PROVIDE AUTOMATIC WET SPRINKLER SYSTEM IN_NEW BUILDING
BE DESIGNED IN FULL ACCORDANCE WITH NFPA 13, AND LOCAL CODES AND REQUIREMENTS. CPRINKLER FIEADS SHOWN 4B FoR GENERAL REFERENCE
DESIGN CRITERIA ONLY. FINAL DESIGN AND HEAD LAYOUT BY FIRE SPRINKLER
DESIGN DENSITY: 0.10 GPM/SQ. FT. CONTRACTOR. COORDINATE WITH ALL TRADES.
AREA OF OPERATION: 1500 SQ. FT. OR TOTAL AREA WHICHEVER IS LESS
@ FBIRE UG PN S NN 0
HEAD LOCATIONS TO PROVIDE FULL SPRINKLER COVERAGE PER
2. SPRINKLER HEADS SHALL BE QUICK RESPONSE TYPE, ORDINARY TEMPERATURE, SEMI—RECESSED, CHROME FINISH WITH NFPA 13 AND LOCAL JURISDICTIONAL REQUIREMENTS.
: : MATGHING ESCUTCHEON. SPRINKLER HEADS AND PIPING SHOWN IN AREA OF REMODEL
o ARE EXSITING, TAKEN FROM HOSPITAL RECORD DRAWINGS.
S6F2 2-191 3. INFORMATION INCLUDED IN THESE CONSTRUCTION DOCUMENTS IS PROVIDED AS GENERAL DESIGN GUIDELINE. FINAL CONTRACTOR gL FIELD VERIFY EXACT CONDITIONS PRIOR
| bTH SYSTEM DESIGN, INCLUDING HYDRAULIC CALCULATIONS SHALL BE BY FIRE PROTECTION |CONTRACTOR. EXISTING .
Em<. 10-2 2-172 SofF2 — T CONDITIONS SHALL BE VERFIED BY CONTRACTOR PRIOR TO SYSTEM DESIGN.
DTHER OTHRR 0254t 4. FIRE|SPRINKLER SHOP DRAWINGS AND HYDRAULIC CALCULATIONS SHALL BE APPROVED|BY LOCAL JURISDICTIONAL
ELEVATOR | | HAC 12 T | | OTHER — AUTHORITY' PRIOR TO' CONSTRUCTION. CONSTRUCTION PHASING
AT CORRIDOR L 5. COORDINATE SPRINKLER HEAD LAYOUT WITH LIGHTING, DIFFUSERS, AND CEILING MOUNTED EQIPMENT. PROVIDE
SHER STAIRS 2-190 ADDITIONAL SPRINKLER HEADS AS REQUIRED WHERE EQUIPMENT INTERFERES WITH SPRAY DISTRIBUTION.
SHRE= = . COORDINATE INSTALLATION WITH ALL OTHER TRADES. CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVAL AND 1. CONSTRUCTION SHALL BE COMPLETED IN_PHASES TO ALLOW
= 5 M aOmmMma % RENSTALLATION OF SYSTEM' WHERE SYSTEM GONFLICTS WITH OTHER TRADES AT NO ADDHIONAL COST. R R R e e S el I TAL FACILITIES. - REFER
(2-20 . 7. INSTALL DRAIN VALVES AS REQUIRED TO INSURE THAT ALL PORTIONS OF THE SYSTEM |(NEW AND EXISTING) ARE CONSTRUCTION PHASE A AND 1B SHALL BE COMPLETE
5 % B " DRAINABLE. DRAIN LOCATIONS SHALL BE INDICATED ON SHOP DRAWINGS AND >vnmo<mo BY HOSPITAL PRIOR TO PRIOR TO BEGINNING OF PHASE 2A AND 2B CONSTRUCTION.
0% % & A INSTALLATION. 2. ALL WORK (DEMOLITION AND NEW) ABOVE
2 CEILING IN DCCUPIED AREAS SHALL OCCUR BETWEEN 8:00
PM AND 5:00 AM. ALL CEILING TILES MUST BE REPLACED
- AT END OF WORK SHIFT.
X h OTHER e =1 4 L —L j_lun’l === [ [l 3. AL SERVICES AND UTILTIES SHALL BE FULLY OPERATIONAL
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